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IR_12814.jpg FLIR T600 55904821 DC_12815.jpg

Measurements °F

El1 Max  50.2 Infrared image showing signs of heat loss at
Sp1 37.0 door location 1.

Parameters 13 d diff bet the d

Emissivity 0.95 egree difference between the doors.

Refl. temp. 20 °F
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DC_12817.jpg

IR_12816.jpg FLIR T600

Measurements °F

El1 Max 544 Infrared image showing signs of heat loss at
Sp1 53.8 door location 6.

Sp2 425

Parameters 11 degree difference between top corners of
Emissivity 0.95 door.

Refl. temp. 20 °F
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IR 12818jpg  FLIRT600 55904821 DC_12819.jpg

Measurements °F

El1 Max  70.8 Infrared image showing acceptable areas

P around the door seals/windows.
arameters

Emissivity 0.95

Refl. temp. 20 °F
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DC_12821.jpg

IR_12820.jpg FLIR T600 55904821
Measurements °F

El1 Max  50.6 Infrared image showing signs of heat loss at
Sial 39.9 south side of building near door location 3.
Parameters

Emissivity 0.95

Refl. temp. 20 °F
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DC_12825.jpg

IR_12824.jpg FLIR T600 55904821

Measurements °F

El1 Max  46.6 Infrared image showing signs of heat loss at
Sp1 415 south side of building, door location 4.
Parameters

Emissivity 0.95

Refl. temp. 70 °F
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IR_12832.jpg FLIR T600 55904821 DC_12833.jpg

Measurements °F

El Max  49.4 Infrared image showing signs of heat loss at
Sp1 437 the window near the overhead door at
Parameters location 6.

Emissivity 0.95

Refl. temp. 20 °F
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IR_12830.jpg FLIR T600 55904821

DC_12831.jpg
Measurements °F
EI1 Max  71.0 Infrared image showing heat loss on the
Sp1 59.5 south side building near the roof. Area of
interest is in the corner where the sheet
Parameters .
Emissivi metal/brick area meet.
missivity 0.95
Refl. temp. 25 °F

Inspect for missing/lack of insulation.
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IR_12834 jpg FLIR T600 55904821

DC_12835.jpg
Measurements °F
EN Max 37.3 Infrared image showing signs of heat loss at
Sp1 36.9 corner of sheet metal/brick near door location
7.
Parameters
Emissivity 0.95
Refl. temp. 30 °F
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IR_12838.jpg FLIR T600 55904821

DC_12839.jpg

Measurements °F
El1 Max 632 Infrared image showing a significant amount of
Sp1 38.6 heat loss on the north side of the building at
Parameters the roof.
Emissivity 0.95 o ] . ]
Refl. temp. 20 °F Inspect for areas missing/lacking insulation.

25 degree diffence
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Measurements
El1 Max

Sp1

Parameters
Emissivity
Refl. temp.

IR_12840.jpg FLIR T600

49.3
44.3

0.95
20 °F

3/11/2017 12:47:52 PM

DC_12841.jpg

°F
Infrared Image showing signs of heat
loss of top of window for Room 102.
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IR_12842.jpg FLIR T600 55904821 DC_12843.jpg

Measurements °F

El1 Max  52.1 Infrared image showing heat loss near the

P floor where the steam piping is located inside.
arameters

Emissivity 0.95 L. . . .

Refl. temp. 20 °F Inspect for areas missing/lacking insulation.
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IR_12844.jpg FLIR T600 55904821 DC_12845.jpg

Measurements °F

EN Max  41.6 Infrared image shows heat loss comparing
Sp1 30.5 newer windows to older windows near Class
Sp2 39.0 room 100.

Parameters

Emissivity 0.95

Refl. temp. 20 °F
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IR_12846.jpg FLIR T600 55904821 DC_12847.jpg

Measurements °F

El Max | 80.7 Infrared image shows a significant amount of
Parameters heat loss coming from the Mechanical Room
Emissivity 0.95 Roof above the Gym.

Refl. temp. 20 °F

Investigate thermal pattern and mitigate heat
loss.
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IR_12848.jpg “FLIR T600 55904821
Measurements

El1 Max 60.1

Sp1 411

Parameters

Emissivity 0.95

Refl. temp. 50 °F

3/11/2017 1:33:42 PM

DC_12849.jpg

°F
Thermal pattern on roof indicates water
ingress at north west corner of the vent.
The location is marked on the roof for area
of interest.
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IR_12850.jpg FLIR T600 55904821 DC_12851.jpg

Measurements °F

El1 Max 646 Acceptable thermal image showing no water
Sp1 58.9 ingress on this roof location.

Parameters

Emissivity 0.95

Refl. temp. 70 °F
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IR_12852.jpg FLIR T600 55904821 DC_12853.jpg

Measurements °F

El1 Max  60.7 Visual inspection shows areas of low spots
Sp1 53.3 holding water. The thermal image shows that
Parameters thgse areas are not yet affected below the
Emissivity 0.95 lining of the roof.

Refl. temp. 70 °F
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